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DAP/MAP and  bi-lateral contracting methodology 
1    Analysis of historical metering    

      data 

2    Typical days    

       selection  

3  Market participants selection   

    for MAP-methodology using     
    based on hourly shapes by      
    seasons 

Initial studies before 
planning 

 4  MAP calculations for selected market    

     participants 

 Forms of load shapes by 

     types of days 

 
 Daily coefficients for typical 

    days  

 
  Weekly coefficients 

 
  Hourly planning coefficients 

     for a planning month, where  

      Kh  - appropriate above  
      coefficients product 
 
  Hourly capacities  for     Ch = Ah * Emonth 
     planning  month  
 
 
 
 

 

Month Ahead Planning 

4’’’     Off-takers 

4’’    Generators are required to be      

          included in the balance 

4’   Generators are not necessarily    

          included in the balance 

5  GTMax calculations   

    for month by weeks  
    (regulated generators  

     are modeled in 

     GTMax environment) 

6   Bi-lateral contracts    

     for a planning month 

  7      Day Ahead Planning 

 (MAP adjustments for planning day) 

Day Ahead Planning 

   8                 GTMax calculations for week 
(DAP including planning day + MAP for remain days) 

  9        Daily agreements (bi-lateral contracts  for a planning day) 

List of participants (off-takers, part of generators) 

Domestic consumption – sum of net 
generation of these generators 

Fixed  hourly shapes 

          Hourly shapes 

          Hourly shapes 

Fixed  hourly shapes 

Hourly shapes 
 of consumers 

Calculated  hourly 
shapes of generators 

  7’ as 4’ , 7’’  as 4’’ , 7’’’ as 4’’’  
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Bi-lateral contracts 
 

The main purpose of new system of hourly bi-lateral contracts is to use 

“take or pay” principle without any adjustments. 

 

Three basic options of bi-lateral contracting are considered: 

 

Model 1.    Full pool; 

 

 

Model 2.    Partial pool + free negotiation amongst market participants on a    

                 monthly basis; 

 

 

Model 3.    Partial pool + free negotiation among participants on a monthly   

                 and  daily basis . 
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Bi-lateral contracts (continued) 
 

Model 3 appears  the most feasible and it is chosen as the base model. 

 

There are two proposed types of contracts for planning month. 

 

Type 1 Partial pool (full matrix) – selected generators by seasons and all 

consumers (maybe  part of off-takers) 

 

In this case, main purpose of bi-lateral contracts is to minimize the generation 

price for domestic consumers and also allocate the generation (including 

expensive) between all domestic consumers “fairly by volumes". 

 

Type 2  Free negotiations between market participants 

This type of contract corresponds to today's practice, but in the future, they 

should be on an hourly basis. 



Bi-lateral contracts (continued) 

 

Contracts on monthly basis 

 

 

 

 



Bi-lateral contracts (continued) 

 

Contracts and balancing 
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Type 1. Partial pool 

 (full matrix) 

Type  2.  Free 

negotiations 

MAP 

DAP 
Daily agreements 

Actual regime 

BM 

Electricity trade for one hour (example)  

In this example for off-taker for one 

hour MAP is fully covered by bi-

lateral contracts (Types 1 and 2). 

 

Difference between DAP and monthly 

bi-lateral contracts is covered by 

daily agreements 

 

In any case balancing mechanism 

is a difference between actual regime 

and sum of bi-lateral contracts 

regardless of sign of deviation.   

Off-taker 1 …… Off-taker N 

Generator 1 a11i …… a1ni 

…… …… …… …… 
Generator M am1i …… amni 

All off-takers and selected generators by seasons are 

participating in partial pool (we propose N=constant, M-

variable). 

 

ESCO (trader) can be included in generators list as well as 

in off-takers 

 

For each off-taker bi-lateral with each generator are 

determined  in proportion of consumption for each hour (i) 

Partial pool (full matrix) 



Electricity trade for one hour (example, continued) 

 
DAP/MAP is not fully covered by bi-lateral contracts 

 
 

 

 

 

  
 



Model for monthly bi-lateral contracts 
 

 

 

 

 

 

 

 

Monthly Ahead Planning MAP Excel model GTMax 

MAP 
database 

Monthly hourly load shapes for each market participant 

Partial pool Free negotiations 

 
Generators are selected by seasons 
 
Vi - capacity for i-th hour for each 
      couple of MP, 
       i=1, …, d, 
 d – number of hours for a planning month  

             
            Generator-off-taker couples 
 
   Vi - capacity for i-th hour for each 
          couple of MP, 
    i=1, …, d, 
   d – number of hours for a planning month  

Monthly 
bi-lateral 
contracts 
database 

Calculations Load shapes for direct negotiations 

Data mutual exchange 



Model for daily bi-lateral agreements and balancing 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

DAP 
database 

DAP Excel model GTMax Day Ahead Planning 

Monthly 
bi-lateral 
contracts 
database 

Monthly/daily hourly load shapes for each market participant 

Daily 
 bi-lateral 

agreements 
database 

Sum of 
hourly  

bi-lateral 
contracts 
database 

Metering system 
AlfaCenter 

Actual regime of each market participant 

Balancing mechanism, deviations 
and responsibilities determination 



Output Excel forms 

 
 

 

Form 1 

Form  2 – same in accordance with partial pool, Form 3 – same based on free negotiations 

Form 4 

Form  5 – same in accordance with partial pool, Form 6 – same based on free negotiations 

Form 7 

Appropriate forms for daily agreements and sum of all bi-lateral contracts to be created. 

 

Using actual regime data and volumes of the sum of bi-lateral contracts the deviations 

can be determined. 
 

 

Form  8 – same in 
accordance with partial 
pool, Form 9 – same based 
on free negotiations 
 



Thank you 


